
PANEL TAG:  DP #QH2 VOLTAGE:  277/480 VOLTS, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAIN BUS RATING AMPS:  400

PANEL TYPE:   DISTRIBUTION MIN A.I.C.: 22,000 (A)

DIST CIRCUIT BREAKER

CKT ITEM OR AREA SERVED KVA FRAME SIZE # POLES TRIP SETTING REMARKS

MAIN 0.0

1 5-AHU-37 23.3 100 3 60

2 SPARE 0.0 100 3 25

3 5-AHU-36 23.3 100 3 60

4 SPARE 0.0 100 3 25

5 5-AHU-38 11.6 100 3 25

6 5-PGHW-36 6.3 100 3 15

7 5-PGHW-37 0.0 100 3 15 NON-SIMULTANEOUS

8 5-PHW-36 17.5 100 3 40

9 5-PHW-37 0.0 100 3 40 NON-SIMULTANEOUS

10 5-PHR-36 2.8 100 3 15

11 5-PHR-37 0.0 100 3 15 NON-SIMULTANEOUS

12 5-EF-36 2.5 100 3 15

13 5-EF-37 2.5 100 3 15

14 5-EF-38 2.5 100 3 15

15 5-EF-39A 43.2 100 3 90

16 5-EF-39B 0.0 100 3 90 NON-SIMULTANEOUS

17 5-RF-36 4.0 100 3 15

18 5-RF-37 4.0 100 3 15

19 PTS BLOWER (ALT #1) 9.6 100 3 15

20 SPACE 0.0 100 3

21 SPACE 0.0 100 3

22 SPACE 0.0 100 3

23 TVSS 0.0 100 3 30

TOTAL CONNECTED LOAD (KVA) 153.1

TOTAL DEMAND LOAD (KVA) 153.1

FEEDER AMPERES DEMAND 184.2

PANEL TAG:  SWGR #2 (INTERNAL TVSS) VOLTAGE:  277/480 VOLTS, 3-PHASE, 4-WIRE

MOUNTING:  FLOOR MAIN BUS RATING AMPS:  1200

PANEL TYPE:   DISTRIBUTION MIN A.I.C.: 42000 (A)

DIST CIRCUIT BREAKER

CKT ITEM OR AREA SERVED KVA FRAME SIZE # POLES TRIP SETTING REMARKS

MAIN 0.0 1200 3 1200 GFP, METER

1 ATS #8  (PNL QH2) 153.1 400 3 400 GFP

2 CHILLER (5-CH-36) 258.1 600 3 450 GFP

3 DP #HN 196.2 400 3 400 GFP

4 SPARE 0.0 400 3 400 GFP

5 SPACE 0.0 400 3

6 SPACE 0.0 400 3

7 SPACE 0.0

8 SPACE 0.0

TOTAL CONNECTED LOAD (KVA) 607.4

TOTAL DEMAND LOAD (KVA) 564.1

FEEDER AMPERES DEMAND 678.5

PANEL TAG:  DP #HN VOLTAGE:  277/480 VOLTS, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAIN BUS RATING AMPS:  400

PANEL TYPE:   DISTRIBUTION MIN A.I.C.: 22,000 (A)

DIST CIRCUIT BREAKER

CKT ITEM OR AREA SERVED KVA FRAME SIZE # POLES TRIP SETTING REMARKS

MAIN 0.0

1 TRD-N2-1  (PNL LN14) 24.2 100 3 45

2 TRD-N2-2  (PNL LN16) 23.4 100 3 45

3 TRD-N2-3  (PNL LN13) 36.1 200 3 70

4 TRD-N2-4  (PNL LN15) 34.1 200 3 70

5 TRD-N2-5  (PNL LN12) 2.7 100 3 20

6 5-PCW-36 22.5 100 3 60

7 5-PCW-37 0.0 100 3 60 NON-SIMULTANEOUS

8 TVSS 0.0 100 3 30

9 5-CU-36A 13.3 100 3 25

10 5-CU-36B 13.3 100 3 25

11 5-CU-36C 13.3 100 3 25

12 5-CU-36D 13.3 100 3 25

13 SPACE 0.0 100 3

14 SPACE 0.0 100 3

15 SPACE 0.0 100 3

TOTAL CONNECTED LOAD (KVA) 196.2

TOTAL DEMAND LOAD (KVA) 152.9

FEEDER AMPERES DEMAND 183.9

PANEL TAG:  LN12 VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [   ]  C.B.  [ X ]  AMPS: 50

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 MECH RM LIGHTING 20/1 1.1 A 0.8 20/1 MECH RM SOUTH RECEP 2

3 SPACE - 0.0 B 0.8 20/1 MECH RM NORTH RECEP 4

5 SPACE - 0.0 C 0.0 - SPACE 6

7 SPACE - 0.0 A 0.0 - SPACE 8

9 SPACE - 0.0 B 0.0 - SPACE 10

11 SPACE - 0.0 C 0.0 - SPACE 12

13 SPACE - 0.0 A 0.0 - SPACE 14

15 SPACE - 0.0 B 0.0 - SPACE 16

17 SPACE - 0.0 C 0.0 - SPACE 18

19 SPACE - 0.0 A 0.0 20/1 SPARE 20

21 SPACE - 0.0 B 0.0 20/1 SPARE 22

23 SPACE - 0.0 C 0.0 20/1 SPARE 24

25 SPACE - 0.0 A 0.0 20/1 SPARE 26

27 SPACE - 0.0 B 0.0 20/1 SPARE 28

29 SPACE - 0.0 C 0.0 20/1 SPARE 30

TOTAL CONNECTED LOAD (KVA) 2.7

TOTAL DEMAND LOAD (KVA) 3.0

FEEDER AMPERES DEMAND 8.3

PANEL TAG:  LN13 SECTION A VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 200

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [ X ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 2nd FLR CORRIDOR LTG 20/1 0.8 A 1.2 20/1 RM 233 - HEADWALL 2

3 2nd FLR WALL SCONCES 20/1 0.4 B 1.2 20/1 RM 233 4

5 RM 227B - 22YJ 20/1 1.0 C 0.8 20/1 RM 232A, 233A 6

7 RM 228 - 228C, 230C 20/1 0.5 A 1.2 20/1 RM 232 - HEADWALL 8

9 RM 230, 231, 232, 233 20/1 1.2 B 1.2 20/1 RM 232 10

11 RM 203, 204, 205, 206 20/1 1.2 C 1.2 20/1 RM 231 - HEADWALL 12

13 SPACE - 0.0 A 1.2 20/1 RM 231 14

15 SPACE - 0.0 B 0.8 20/1 RM 230A, 231A 16

17 SPACE - 0.0 C 1.2 20/1 RM 230 - HEADWALL 18

19 SPACE - 0.0 A 1.2 20/1 RM 230 20

21 SPACE - 0.0 B 1.2 20/1 RM C45, C46, 228B 22

23 SPACE - 0.0 C 1.0 20/1 RM 277A, 277H, 277L 24

25 SPACE - 0.0 A 1.2 20/1 RM 277G 26

27 SPACE - 0.0 B 0.0 20/1 SPARE 28

29 SPACE - 0.0 C 0.0 20/1 SPARE 30

31 SPACE - 0.0 A 0.0 20/1 SPARE 32

33 SPACE - 0.0 B 0.0 20/1 SPARE 34

35 SPARE 20/1 0.0 C 0.0 20/1 SPARE 36

37 SPARE 20/1 0.0 A 0.0 20/1 SPARE 38

39 SPARE 20/1 0.0 B 0.0 20/1 SPARE 40

41 SPARE 20/1 0.0 C 0.0 20/1 SPARE 42

TOTAL CONNECTED LOAD (KVA) 36.1

TOTAL DEMAND LOAD (KVA) 26.9

FEEDER AMPERES DEMAND 74.6

PANEL TAG:  LN13 SECTION B VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 200

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

43 SPACE - 0.0 A 1.2 20/1 RM 206 - HEADWALL 44

45 SPACE - 0.0 B 1.2 20/1 RM 206 46

47 SPACE - 0.0 C 1.2 20/1 RM 205 - HEADWALL 48

49 SPACE - 0.0 A 1.2 20/1 RM 205 50

51 SPACE - 0.0 B 1.2 20/1 RM 204 - HEADWALL 52

53 SPACE - 0.0 C 1.2 20/1 RM 204 54

55 SPACE - 0.0 A 1.2 20/1 RM 203 - HEADWALL 56

57 SPACE - 0.0 B 1.2 20/1 RM 203 58

59 SPACE - 0.0 C 0.8 20/1 RM 203A - 206A 60

61 SPACE - 0.0 A 1.0 20/1 RM 228, 228A 62

63 SPACE - 0.0 B 0.4 20/1 RM 228 64

65 SPACE - 0.0 C 0.4 20/1 RM 228 66

67 RM 277D 20/1 0.4 A 0.8 20/1 RM 227B 68

69 RM 277D 20/1 0.2 B 0.0 20/1 SPARE 70

71 RM 277D 20/1 0.4 C 0.0 20/1 SPARE 72

73 RM 277F 20/1 1.2 A 0.0 20/1 SPARE 74

75 RM C42, 277C 20/1 1.2 B 0.0 20/1 SPARE 76

77 SPARE 20/1 0.0 C 0.0 20/1 SPARE 78

79 SPARE 20/1 0.0 A 0.0 20/1 SPARE 80

81 SPARE 20/1 0.0 B 0.0 20/1 SPARE 82

83 SPARE 20/1 0.0 C 0.0 20/1 SPARE 84

TOTAL CONNECTED LOAD (KVA) 16.4

TOTAL DEMAND LOAD (KVA) 13.2

FEEDER AMPERES DEMAND 36.6

PANEL TAG:  LN14 VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 200

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 RM 226 - 226E, 238, C46B 20/1 0.8 A 1.2 20/1 RM 237 - HEADWALL 2

3 RM 234, 235, 236, 237 20/1 1.2 B 1.2 20/1 RM 237 4

5 RM 207, 208 20/1 0.6 C 0.8 20/1 RM 236A, 237A 6

7 SPACE - 0.0 A 1.2 20/1 RM 236 - HEADWALL 8

9 SPACE - 0.0 B 1.2 20/1 RM 236 10

11 SPACE - 0.0 C 1.2 20/1 RM 235 - HEADWALL 12

13 SPACE - 0.0 A 1.2 20/1 RM 235 14

15 SPACE - 0.0 B 0.8 20/1 RM 234A, 235A 16

17 SPACE - 0.0 C 1.2 20/1 RM 234 - HEADWALL 18

19 SPACE - 0.0 A 1.2 20/1 RM 234 20

21 RM 207 - HEADWALL 1.2 B 1.0 20/1 RM C46, C46B 22

23 RM 207 1.2 C 1.2 20/1 RM 238 24

25 RM 208 - HEADWALL 1.2 A 1.0 20/1 RM 226A - 226D 26

27 RM 208 1.2 B 0.0 20/1 SPARE 28

29 RM C42, 207A, 208A 0.8 C 0.0 20/1 SPARE 30

31 RM C42, 226 0.8 A 0.0 20/1 SPARE 32

33 RM 226, 226E, 226F 0.8 B 0.0 20/1 SPARE 34

35 SPARE 20/1 0.0 C 0.0 20/1 SPARE 36

37 SPARE 20/1 0.0 A 0.0 20/1 SPARE 38

39 SPARE 20/1 0.0 B 0.0 20/1 SPARE 40

41 SPARE 20/1 0.0 C 0.0 20/1 SPARE 42

TOTAL CONNECTED LOAD (KVA) 24.2

TOTAL DEMAND LOAD (KVA) 19.1

FEEDER AMPERES DEMAND 52.9

PANEL TAG:  LN15 SECTION A VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 200

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [ X ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 3rd FLR CORRIDOR LTG 20/1 0.8 A 1.2 20/1 RM 337 - HEADWALL 2

3 3rd FLR WALL SCONCES 20/1 0.4 B 1.2 20/1 RM 337 4

5 RM 331B - 331L 20/1 1.0 C 0.8 20/1 RM 336A, 337A 6

7 RM 332, 332A, 334C 20/1 0.5 A 1.2 20/1 RM 336 - HEADWALL 8

9 RM 334, 335, 336, 337 20/1 1.2 B 1.2 20/1 RM 336 10

11 RM 303, 304, 305, 306 20/1 1.2 C 1.2 20/1 RM 335 - HEADWALL 12

13 SPACE - 0.0 A 1.2 20/1 RM 335 14

15 SPACE - 0.0 B 0.8 20/1 RM 334A, 335A 16

17 SPACE - 0.0 C 1.2 20/1 RM 334 - HEADWALL 18

19 SPACE - 0.0 A 1.2 20/1 RM 334 20

21 SPACE - 0.0 B 1.0 20/1 RM C65, C66, 332B 22

23 SPACE - 0.0 C 0.8 20/1 RM 331A, 331B, 331J, 331L 24

25 SPACE - 0.0 A 1.2 20/1 RM 331G 26

27 SPACE - 0.0 B 0.0 20/1 SPARE 28

29 SPACE - 0.0 C 0.0 20/1 SPARE 30

31 SPACE - 0.0 A 0.0 20/1 SPARE 32

33 SPACE - 0.0 B 0.0 20/1 SPARE 34

35 SPARE 20/1 0.0 C 0.0 20/1 SPARE 36

37 SPARE 20/1 0.0 A 0.0 20/1 SPARE 38

39 SPARE 20/1 0.0 B 0.0 20/1 SPARE 40

41 SPARE 20/1 0.0 C 0.0 20/1 SPARE 42

TOTAL CONNECTED LOAD (KVA) 34.1

TOTAL DEMAND LOAD (KVA) 25.9

FEEDER AMPERES DEMAND 71.8

PANEL TAG:  LN15 SECTION B VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 200

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

43 SPACE - 0.0 A 1.2 20/1 RM 306 - HEADWALL 44

45 SPACE - 0.0 B 1.2 20/1 RM 306 46

47 SPACE - 0.0 C 1.2 20/1 RM 305 - HEADWALL 48

49 SPACE - 0.0 A 1.2 20/1 RM 305 50

51 SPACE - 0.0 B 1.2 20/1 RM 304 - HEADWALL 52

53 SPACE - 0.0 C 1.2 20/1 RM 304 54

55 SPACE - 0.0 A 1.2 20/1 RM 303 - HEADWALL 56

57 SPACE - 0.0 B 1.2 20/1 RM 303 58

59 SPACE - 0.0 C 0.8 20/1 RM 303A, 306A 60

61 SPACE - 0.0 A 0.4 20/1 RM 332 62

63 SPACE - 0.0 B 0.0 - SPACE 64

65 SPACE - 0.0 C 0.0 - SPACE 66

67 RM 331F 20/1 0.2 A 0.8 20/1 RM 332 68

69 RM 331F 20/1 0.2 B 0.0 20/1 SPARE 70

71 RM 331F 20/1 0.4 C 0.0 20/1 SPARE 72

73 RM 331D 20/1 1.2 A 0.0 20/1 SPARE 74

75 RM C63, C64, 331H 20/1 1.2 B 0.0 20/1 SPARE 76

77 SPARE 20/1 0.0 C 0.0 20/1 SPARE 78

79 SPARE 20/1 0.0 A 0.0 20/1 SPARE 80

81 SPARE 20/1 0.0 B 0.0 20/1 SPARE 82

83 SPARE 20/1 0.0 C 0.0 20/1 SPARE 84

TOTAL CONNECTED LOAD (KVA) 14.8

TOTAL DEMAND LOAD (KVA) 12.4

FEEDER AMPERES DEMAND 34.4

PANEL TAG:  LN16 VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 100

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 RM 329C, 300A 300D 20/1 0.8 A 1.2 20/1 RM 341 - HEADWALL 2

3 RM 338,339,340,341 20/1 1.2 B 1.2 20/1 RM 341 4

5 SPACE - 0.0 C 0.8 20/1 RM 340A, 341A 6

7 SPACE - 0.0 A 1.2 20/1 RM 340 - HEADWALL 8

9 SPACE - 0.0 B 1.2 20/1 RM 340 10

11 SPACE - 0.0 C 1.2 20/1 RM 339 - HEADWALL 12

13 SPACE - 0.0 A 1.2 20/1 RM 339 14

15 SPACE - 0.0 B 0.8 20/1 RM 338A, 339A 16

17 SPACE - 0.0 C 1.2 20/1 RM 338 - HEADWALL 18

19 SPACE - 0.0 A 1.2 20/1 RM 338 20

21 RM 307 - HEADWALL 20/1 1.2 B 1.2 20/1 RM C66, C66A 22

23 RM 307 20/1 1.2 C 1.2 20/1 RM 329C 24

25 RM 308 - HEADWALL 20/1 1.2 A 1.0 20/1 RM C63,330A - 330D 26

27 RM 308 20/1 1.2 B 0.0 20/1 SPARE 28

29 RM C63, 307A, 308A 20/1 0.8 C 0.0 20/1 SPARE 30

31 RM C62, 330G 20/1 0.6 A 0.0 20/1 SPARE 32

33 RM 330E, 330F, 330G 20/1 0.6 B 0.0 20/1 SPARE 34

35 SPARE 20/1 0.0 C 0.0 20/1 SPARE 36

37 SPARE 20/1 0.0 A 0.0 20/1 SPARE 38

39 SPARE 20/1 0.0 B 0.0 20/1 SPARE 40

41 SPARE 20/1 0.0 C 0.0 20/1 SPARE 42

TOTAL CONNECTED LOAD (KVA) 23.4

TOTAL DEMAND LOAD (KVA) 18.2

FEEDER AMPERES DEMAND 50.5

PANEL TAG:  LCE9A VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 100

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [ X ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 RM 230, 231, 232, 233 20/1 1.0 A 1.2 20/1 RM 233 - HEADWALL 2

3 RM 227A-227J, 228B 20/1 0.6 B 1.2 20/1 RM 232 - HEADWALL 4

5 RM 203, 204, 205, 206 20/1 1.0 C 1.2 20/1 RM 231 - HEADWALL 6

7 SPACE - 0.0 A 1.2 20/1 RM 230 - HEADWALL 8

9 SPACE - 0.0 B 0.8 20/1 RM 227J 10

11 SPACE - 0.0 C 0.6 20/1 RM 227J 12

13 SPACE - 0.0 A 0.4 20/1 RM 227A 14

15 SPACE - 0.0 B 0.4 20/1 RM 227A 16

17 SPACE - 0.0 C 0.4 20/1 RM 227B 18

19 SPACE - 0.0 A 0.8 20/1 RM 227B 20

21 RM C42, C46 RECEP 20/1 1.0 B 0.4 20/1 RM 227A 22

23 PTS 1st FLR TRANSFER UNIT 20/1 0.4 C 0.4 20/1 RM 227D 24

25 RM 227C 20/1 0.8 A 0.2 20/1 RM 227H 26

27 RM 206 - HEADWALL 20/1 1.2 B 0.0 20/1 SPARE 28

29 RM 205 - HEADWALL 20/1 1.2 C 0.0 20/1 SPARE 30

31 RM 204 - HEADWALL 20/1 1.2 A 0.0 20/1 SPARE 32

33 RM 203 - HEADWALL 20/1 1.2 B 0.0 20/1 SPARE 34

35 SPARE 20/1 0.0 C 0.0 20/1 SPARE 36

37 SPARE 20/1 0.0 A 0.0 20/1 SPARE 38

39 SPARE 20/1 0.0 B 0.0 20/1 SPARE 40

41 SPARE 20/1 0.0 C 0.0 20/1 SPARE 42

TOTAL CONNECTED LOAD (KVA) 35.4

TOTAL DEMAND LOAD (KVA) 27.5

FEEDER AMPERES DEMAND 76.3

PANEL TAG:  LCE9B VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 100

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 RM 234, 235, 236, 237 20/1 1.0 A 1.2 20/1 RM 237 - HEADWALL 2

3 RM 207,208, 226-226E 20/1 1.2 B 1.2 20/1 RM 236 - HEADWALL 4

5 RM 238 20/1 0.4 C 1.2 20/1 RM 235 - HEADWALL 6

7 RM 226B 20/1 0.4 A 1.2 20/1 RM 234 - HEADWALL 8

9 SPACE - 0.0 B 0.4 20/1 RM 238 10

11 SPACE - 0.0 C 0.4 20/1 RM 238 12

13 SPACE - 0.0 A 0.8 20/1 RM 226D 14

15 SPACE - 0.0 B 0.6 20/1 RM 226D 16

17 SPACE - 0.0 C 0.8 20/1 RM 226A 18

19 SPACE - 0.0 A 0.6 20/1 RM 226A 20

21 SPACE - 0.0 B 0.4 20/1 RM 226E 22

23 SPACE - 0.0 C 0.4 20/1 RM 226 24

25 RM C42, C46 RECEP 20/1 0.8 A 0.4 20/1 RM 226 26

27 RM 226 20/1 0.4 B 0.0 20/1 SPARE 28

29 RM 226 20/1 0.4 C 0.0 20/1 SPARE 30

31 RM 208 - HEADWALL 20/1 1.2 A 0.0 20/1 SPARE 32

33 RM 207 - HEADWALL 20/1 1.2 B 0.0 20/1 SPARE 34

35 SPARE 20/1 0.0 C 0.0 20/1 SPARE 36

37 SPARE 20/1 0.0 A 0.0 20/1 SPARE 38

39 SPARE 20/1 0.0 B 0.0 20/1 SPARE 40

41 SPARE 20/1 0.0 C 0.0 20/1 SPARE 42

TOTAL CONNECTED LOAD (KVA) 16.6

TOTAL DEMAND LOAD (KVA) 16.0

FEEDER AMPERES DEMAND 44.3

PANEL TAG:  LCE10A VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 100

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [ X ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 RM 334, 335, 336, 337 20/1 1.0 A 1.2 20/1 RM 337 - HEADWALL 2

3 RM 331, 332 20/1 0.6 B 1.2 20/1 RM 336 - HEADWALL 4

5 RM 303, 304, 305, 306 20/1 1.0 C 1.2 20/1 RM 335 - HEADWALL 6

7 SPACE - 0.0 A 1.2 20/1 RM 334 - HEADWALL 8

9 SPACE - 0.0 B 0.8 20/1 RM 331L 10

11 SPACE - 0.0 C 0.6 20/1 RM 331L 12

13 SPACE - 0.0 A 0.4 20/1 RM 331B 14

15 RM C66 RECEP 20/1 1.0 B 0.4 20/1 RM 331B 16

17 DIALYSIS PUMP 20/1 0.5 C 0.4 20/1 RM 331C 18

19 SPACE - 0.0 A 0.8 20/1 RM 331C 20

21 SPACE - 0.0 B 0.4 20/1 RM 331B 22

23 SPACE - 0.0 C 0.4 20/1 RM 331F 24

25 RM 331G 20/1 0.8 A 0.2 20/1 RM 331J 26

27 RM 306 - HEADWALL 20/1 1.2 B 0.0 20/1 SPARE 28

29 RM 305 - HEADWALL 20/1 1.2 C 0.0 20/1 SPARE 30

31 RM 304 - HEADWALL 20/1 1.2 A 0.0 20/1 SPARE 32

33 RM 303 - HEADWALL 20/1 1.2 B 0.0 20/1 SPARE 34

35 SPARE 20/1 0.0 C 0.0 20/1 SPARE 36

37 SPARE 20/1 0.0 A 0.0 20/1 SPARE 38

39 SPARE 20/1 0.0 B 0.0 20/1 SPARE 40

41 SPARE 20/1 0.0 C 0.0 20/1 SPARE 42

TOTAL CONNECTED LOAD (KVA) 40.8

TOTAL DEMAND LOAD (KVA) 32.8

FEEDER AMPERES DEMAND 91.0

PANEL TAG:  LCE10B VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 100

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 RM 338,339,340,341 20/1 1.0 A 1.2 20/1 RM 341 - HEADWALL 2

3 RM 330A - 330F 20/1 1.2 B 1.2 20/1 RM 340 - HEADWALL 4

5 RM 329C 20/1 0.4 C 1.2 20/1 RM 339 - HEADWALL 6

7 RM 330B 20/1 0.4 A 1.2 20/1 RM 338 - HEADWALL 8

9 SPACE - 0.0 B 0.4 20/1 RM 329C 10

11 SPACE - 0.0 C 0.4 20/1 RM 329C 12

13 RM 310 FILTER 20/1 0.9 A 0.8 20/1 RM 330D 14

15 RM 310 FILTER 20/1 0.9 B 0.6 20/1 RM 330D 16

17 RM 310 FILTER 20/1 0.9 C 0.6 20/1 RM 330A 18

19 RM 310 EXAM LIGHT 20/1 1.6 A 0.8 20/1 RM 330A 20

21 RM 310 RECEP 20/1 0.4 B 0.4 20/1 RM 330E 22

23 RM 310 RECEP 20/1 0.4 C 0.4 20/1 RM 330G 24

25 RM C66 RECEP 20/1 1.0 A 0.4 20/1 RM 330G 26

27 RM 330G 20/1 0.4 B 0.0 20/1 SPARE 28

29 RM 330G 20/1 0.4 C 0.0 20/1 SPARE 30

31 RM 308 - HEADWALL 20/1 1.2 A 0.0 20/1 SPARE 32

33 RM 307 - HEADWALL 20/1 1.2 B 0.0 20/1 SPARE 34

35 SPARE 20/1 0.0 C 0.0 20/1 SPARE 36

37 SPARE 20/1 0.0 A 0.0 20/1 SPARE 38

39 SPARE 20/1 0.0 B 0.0 20/1 SPARE 40

41 SPARE 20/1 0.0 C 0.0 20/1 SPARE 42

TOTAL CONNECTED LOAD (KVA) 21.9

TOTAL DEMAND LOAD (KVA) 21.2

FEEDER AMPERES DEMAND 58.7
PANEL TAG:  SEH2 VOLTAGE: 277/480 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 200

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:  LTG & APPLIANCE MIN A.I.C.: 22000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1

UPS-5-20 45/3

0.0 A 0.0 - SPACE 2

3 20.0 B 0.0 - SPACE 4

5 0.0 C 0.0 - SPACE 6

7

UPS - BYPASS 45/3

0.0 A 0.0 - SPACE 8

9 0.0 B 0.0 - SPACE 10

11 0.0 C 0.0 - SPACE 12

13

TRD SEH2-1 ("LS" PNLS) 20/3

0.0 A 0.0 - SPACE 14

15 4.3 B 0.0 - SPACE 16

17 0.0 C 0.0 - SPACE 18

19 SPACE - 0.0 A 0.0 - SPACE 20

21 SPACE - 0.0 B 0.0 - SPACE 22

23 SPACE - 0.0 C 0.0 - SPACE 24

25 SPACE - 0.0 A 0.0 - SPACE 26

27 SPACE - 0.0 B 0.0 20/1 SPARE 28

29 SPACE - 0.0 C 0.0 20/1 SPARE 30

31 SPACE - 0.0 A 0.0 20/1 SPARE 32

33 SPACE - 0.0 B 0.0 20/1 SPARE 34

35 SPARE 20/1 0.0 C 0.0 20/1 SPARE 36

37 SPARE 20/1 0.0 A 0.0 20/1 SPARE 38

39 SPARE 20/1 0.0 B 0.0 20/1 SPARE 40

41 SPARE 20/1 0.0 C 0.0 20/1 SPARE 42

TOTAL CONNECTED LOAD (KVA) 24.3

TOTAL DEMAND LOAD (KVA) 19.7

FEEDER AMPERES DEMAND 23.7
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